Location: CHEYENNE DEPOT 2
2363 W US Hwy 212
Ashland, MT 59003 Rosebud

Facility Summary in Rosebud County in the City of Ashland

System Facility 1D:44-13200

Facility Code: 27702

Last Inspected On: 05/14/2021

Operating Permit Renewal Date: 06/27/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Northern Cheyenne Development Corporation 4064776794
Operator Contact: Curtis Elkshoulder 4064776767
Owner/Operator: Northern Cheyenne Development Corporation
Curtis Elkshoulder, UST Class A Operator
Curtis Elkshoulder, UST Class B Global Operator
Curtis Elkshoulder, UST Class B Operator
Tank Code | oo ] Tank Installed oo o N Cathodically | I Fiberglass |~ .
Tank Age 29 Date 07/30/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 4420 Spill Test Date 05/11/2022 gy lusiizle UELTLS n Pl : None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 05/11/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PEEILE! Gasoline FEHD T (B Test Date 05/11/2022 Leak Detection Gauging 0.2 Detection Tightness Testing VEREIREEIEE R
. Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  OSAU2022  Testpate COLLZ022  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date 05/11/2022 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed 5 Cathodically fef : Fiberglass g
Tank Age 29 Date 07/30/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank Piping
B | Spil Testbare  OOML2022  pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D Mechanical Line A . .
Tank Status Use MLLD Test Date 05/11/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R pesel ] B, | TestDate COfL/2022  LeakDetection  Gauging02 [Defection Tighiness Testing VOPOTRECOVER” No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date 05/11/2022 Test Date 05/11/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 05/11/2022 ATG Type Root/TLS-

350/Gilbarco EMC
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Facility Summary in Rosebud County in the City of Ashland

Location: ST LABRE INDIAN SCHOOL UST Facility Code: 27579
1000 Tongue River Rd Last Inspected On: 06/18/2021
Ashland, MT 59003 Rosebud System Facility 1D:44-00701 Operating Permit Renewal Date: 10/09/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: St Labre Indian School 4067844994

Operator Contact: Dana Davis;Leney Mcnac

Owner/Operator: St Labre Indian School

Dana Davis, UST Class A Operator

Dana Davis, UST Class B Global Operator
Dana Davis, UST Class B Operator

Leney Mcnac, UST Class A Operator

Leney Mcnac, UST Class B Global Operator

Tank Code 10 Tank Installed . Cathodically . ; Fiberglass g
Tank Age 29 Date 12/01/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1957 Spill Test Date 06/18/2021 Date 08/26/2011 S oSG None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 06/18/2021 Lerk Daicsiin Gauging 0.2 Detection Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date 06/18/2021 Test Date Leak Detection Detection Energy Act No
n Gilbarco/EMC
Overfill Test Date ATG Type Basic
Facility Summary in Rosebud County in the City of Ashland
Location: WESTERN PUMP Facility Code: 27599
US Hwy 212 Last Inspected On: 10/12/2020
Ashland, MT 59003 Rosebud System Facility 1D:44-01892 Operating Permit Renewal Date: 12/31/2023
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Cleatus Stevenson 4067842400
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Operator Contact: James Stevenson 4067842400
Owner/Operator: Cleatus Stevenson
James Stevenson, UST Class A Operator
James Stevenson, UST Class B Operator
TG ot Rl L] FRSEE ouness R Covodealy B s T
Tag Number 3098 Spill Test Date Eiaptieng i lze (T:?)':]kstruction Eg’ri]';?ruction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i Not Required Piping Type CP Met Types Galvanic
Product Gasoline PLLD Test Date iggtkg’ei&ng Gp 10/12/2020 E;Z?(al%tzi?il(()n égtsgﬁsigzank [P);itr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 2000 ATG Test Date 'Il_'gjset 'l;iagljtr;tness f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No
overfill Test Date ATG Type Gilbarco-Veeder
UEIS R0 02 Tank Age 29 Bg?g Lzl 02/01/1993 Tank Material g?ottheocczxiacc?llsﬁeel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3099 Spill Test Date Eiaptieng i lze (T:?)':]kstruction Eg’ri]';?ruction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i Not Required Piping Type CP Met Types Galvanic
Product Gasoline PLLD Test Date iggtkg’ei&ng Gp 10/12/2020 E;Z?(al%tzi?il(()n égtsgﬁsigzank [P);itr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 8000 ATG Test Date #ienset Ei;’t';t”ess pece rIlDde?:e)é tTg‘rr]‘k S‘Z‘t’é’c"tidoar:y RIEE Energy Act No
overfill Test Date ATG Type Gilbarco-Veeder
LE S 03 Tank Age 25 EZ?J; iz e 10/29/1997 Tank Material gra(::]eoc(:iecslls%eel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3100 Spill Test Date Ei;ié‘g lusatllz (T:?)T‘S”uction Eg’ggguction AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%‘;'tightness _CI_?)e/\‘t);;sggphic i Not Required Piping Type CP Met Types Galvanic
Product Diesel PLLD Test Date iggtkg’ei&ng Gp 10/12/2020 E;Z?(al%tzi?il(()n égtsgﬁsigzank [P);itr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 4000 ATG Test Date #ienset Ei;’t';t”ess pece rIlDde?:e)é tTg‘rr]‘k S‘Z‘t’é’c"tidoar:y RIEE Energy Act No

Overfill Test Date

Gilbarco-Veeder
Root/
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Facility Summary in Rosebud County in the City of Colstrip
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Location: COLSTRIP STEAM ELECTRIC STATION UNITS 3 AND 4
601 Willow Ave
Colstrip, MT 59323 Rosebud

Facility Code: 27651
Last Inspected On: 12/22/2020

System Facility 1D:44-06584 Operating Permit Renewal Date: 12/22/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Talen Montana LLC 4067485002
Operator Contact:

Owner/Operator: Talen Montana LLC

William Neumiller, UST Class B Operator
UES(Eet S10-24 Tank Age 43 EZ?‘L( i 12 05/01/1979 Tank Material Unknown Piping Material Steel Overfill Types
”””””””””””””” o . Pipinglnstalled ~ Tank  Piping e
| . .. ate Construction Construction MM . e

Temporarily Sump Tightness Catastrophic L.D . - .

Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types

. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
I plesel ] D | TestDaie COl26/2020 LeakDetection  PCeTed Detection - Tighiness Testing VPOrRECOVER Mo

. Line Tightness Secondary Tank Secondary Pipe
Capacity 40000 ATG Test Date Test Date Leak Detection Detection Energy Act No
Overfill Test Date ATG Type
UES(Eet S10-23 Tank Age 43 EZ?‘L( i 12 05/01/1979 Tank Material Unknown Piping Material Steel Overfill Types
”””””””””””””” - .. Pipinglnstalled ~~ Tank  Piping e g
| e .. ate Construction Construction MM . e
Temporarily Sump Tightness Catastrophic L.D . . .

Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Pressurized CP Met Types

. Tank/Piping CP Primary Tank Primary Pipe MLLD Line
Product Diesel PLLD Test Date Test Date 06/25/2020 Leak Detection Deferred Detection Tightness Testing Vapor Recovery No

. Line Tightness Secondary Tank Secondary Pipe

Capacity 500000 ATG Test Date Test Date Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Location: TOWN PUMP INC COLSTRIP
112 Willow Ave
Colstrip, MT 59323 Rosebud

Facility Summary in Rosebud County in the City of Colstrip

System Facility 1D:44-08689

Facility Code: 27667

Last Inspected On: 06/08/2021

Operating Permit Renewal Date: 09/07/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: Colstrip 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Colstrip 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TankCode 01 .. Tank Installed oo oo o I Cathodically o ™= . T .
Tank Age 47 Date 04/12/1975 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
Piping Installed Tank Lined Piping
Tag Number 4787 Spill Test Date 08/17/2021 Date 04/20/2011 Construction ICnLtﬁ:éor{{Impressed Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. n Statistical ; . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date 06/07/2022 06/08/2021 - Inventory : Interstitial Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Monitoring
. : . Statistical
. Line Tightness Secondary Tank Secondary Pipe
Capacity 15000 ATG Test Date 06/07/2022 Test Date 06/02/2006 Leak Detection Detection Inventory Energy Act No
Reconciliation
. Gilbarco-Veeder
Overfill Test Date 08/17/2021 ATG Type ROOYTLS-350
Tank Code 02 Tank Installed : Cathodically - . Fiberglass .
Tank Age 47 Date 04/12/1975 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Piping Installed Tank Lined Piping
Tag Number 4788 Spill Test Date 08/17/2021 Date Construction ICnLtjer::aonr:Impressed Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date 04/16/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  06/07/2022 E‘gi‘g;f;”g CP 071082021 E;g?(a&;‘z?i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate 00072022 Testpate 002006 LeakDetection Detection” .
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 03 Tank Installed : Cathodically - . Fiberglass .
Tank Age 47 Date 04/12/1975 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Piping Installed Tank Lined Piping
Tag Number 4789 Spill Test Date 08/17/2021 Date 04/20/2011 Construction ICnLtjer::aonr:Impressed Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
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- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  06/07/2022 Egi‘g;f;”g CP 06/08/2021 E;g‘l‘(a&;‘z’t‘i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/07/2022 Test Date 07/02/2006 Leak Detection Detection Energy Act No
; Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 04 Tank Installed : Cathodically - . Fiberglass .
Tank Age a7 Date 04/12/1975 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 4790 Spill Test Date  08/17/2021  Ping Installed Tank Intenorfimpressed PIPING None AST No
9 p Date Construction Current P Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 04/16/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  06/07/2022 Egi‘g;f;”g CP 06/08/2021 E;g‘l‘(a&;‘z’t‘i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 06/07/2022 Test Date 10/14/2006 Leelk DeEEiim e Energy Act No
; Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-350
Tank Code 05 Tank Installed . Cathodically - . Fiberglass .
Tank Age 47 Date 04/12/1975 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Linegl Piping
Tag Number 4791 Spill Test Date 08/17/2021 " Interior/Impressed " None AST No
Date Construction Current Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 04/16/2020 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- " Statistical ; 8 Statistical
Product Gasoline PLLD Test Date  06/07/2022 Egi‘g;f;”g CP 06082021 E;g‘l‘(a&;‘z’t‘i'gn Inventory Pl s Inventory Vapor Recovery  No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 06/07/2022 Test Date 10/14/2006 Leelk DeEEiim e Energy Act No
. Gilbarco-Veeder
Overfill Test Date 08/17/2021 ATG Type ROOUTLS-350
Tank Code 06 Tank Installed n Fiberglass . . . . .
Tank Age 22 Date 01/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 4792 Spill Test Date 06/08/2021 Date 04/20/2011 - Double-Walled oS T Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
A n Statistical . n Continuous
Product Diesel PLLD Test Date 06/07/2022 Ve Pl LR Tan'k Inventory Prlmar_y e Interstitial Vapor Recovery No
Test Date Leak Detection P Detection S
Reconciliation Monitoring
n Line Tightness Secondary Tank Contin.u_ous Secondary Pipe Statistical
Capacity 10000 ATG Test Date 06/07/2022 10/25/2006 - Interstitial " Inventory Energy Act No
Test Date Leak Detection S Detection A
Monitoring Reconciliation
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOUTLS-350
Tank Code 07 Tank Installed - Fiberglass . . . . .
Tank Age 22 Date 01/01/2000 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 4793 Spill Test Date  08/17/2021  FIPing Installed L Double-Walled ~ HIPING Double Walled  AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date 06/08/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
Amy ; Statistical . . Statistical
Product Diesel PLLD Test Date 06/07/2022 i:gtkg:;?éng G Ezzﬂal:r))ét-(l;acrt]ilt()n Inventory B:ggtri)(l)s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
g ] Continuous : Continuous
Capacity 6000 ATG Test Date  06/07/2022 #'e']; E‘Eﬂ';t”ess 10/25/2006 fggl‘(”l‘jde"’t‘;gggk Interstitial SZ‘t’gC”ﬂdoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring

Overfill Test Date

ATG Type

Gilbarco-Veeder
Root/TLS-350

Facility Summary in Rosebud County in the City of Forsyth

Location: FORSYTH WATERING HOLE
1017 Front St
Forsyth, MT 59327 Rosebud

Facility Code: 27590
Last Inspected On: 07/27/2021

System Facility 1D:44-01244 Operating Permit Renewal Date: 12/13/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: RRR Properties LLC 4063462885
Operator Contact: DeAnne Jonas 4063462885
Owner/Operator: RRR Properties LLC
DeAnne Jonas, UST Class A Operator
DeAnne Jonas, UST Class B Global Operator
B | TankAge | 0 Tankinstalled 55100 [TankMaterial | FPU9SSS lpiping vaterial  FDO19SS oyl Types  High Level Alam
Tetmber s SpllTestpate izoioz  pggf R Comsweion Comstsion MN* D oo
Tank Status Stsjgrently in MLLD Test Date 07/27/2021 _Srggzrl));’tightness _(I_?;’t)éés;rlgphic L2 E/Iee;:khgrgtcea::ltlgirne Piping Type Pressurized CP Met Types Non-corrodible
Foer | cmwee  puoTeose  TREEOS owsow FORLG RO DT Toelew VeoRemey oo
Capacity 10000 ATG Test Date Line NONNess  7/27/2021 eopaTy ok Secondary Pipe Energy Act No
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 05 Tank Installed 5 Fiberglass fof : Fiberglass g h
Tank Age 30 Date 02/24/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
B | Spil Testbare 12002021 pate Construction Construction " - . oo
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 07/27/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Gocclre DN | TestDate Oer202l | LeakDetection  Gauging02 [Defection Tightness Testing YePOrRECOVER” Mo
5 Line Tightness Secondary Tank Secondary Pipe
B | B | TestDate OUENZO2L  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date  12/02/2021 ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed n Fiberglass A ; Fiberglass q .
Tank Age 30 Date 02/24/1992 Tank Material Reinforced Plastic Piping Material Reinforced Plastic Overfill Types High Level Alarm
. Piping Installed Tank Piping
Tag Number 1395 Spill Test Date 12/01/2021 Date - oS TEien None AST No
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A .
Tank Status Use MLLD Test Date 07/27/2021 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel FLERIIEES I Test Date 0712712021 Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 07/27/2021 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 12/02/2021 ATG Type ROOt/TLS-

350/Gilbarco EMC

Location: GM PETROLEUM DISTRIBUTORS
200 Main St
Forsyth, MT 59327 Rosebud

Facility Summary in Rosebud County in the City of Forsyth

System Facility 1D:44-10824

Facility Code: 27691

Last Inspected On: 09/06/2013

Operating Permit Renewal Date: 11/07/2016

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: City Service Valcon LLC DBA GM Petroleum Distributors

Operator Contact: Bill Grunstead;Laura Geffre;Roger Schmechel

4062083147

Owner/Operator: City Service Valcon LLC

Owner/Operator: City Service Valcon LLC DBA GM Petroleum
Distributors

Report Created: 11/1/2022
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Bill Grunstead, UST Class A Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Bill Grunstead, UST Class A Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator
Jay Brookie, UST Class A Operator

Jay Brookie, UST Class B Global Operator
Laura Geffre, UST Class A Operator
Laura Geffre, UST Class B Operator
Margaret Flynn, UST Class A Operator
Margaret Flynn, UST Class B Operator
Roger Schmechel, UST Class A Operator
Roger Schmechel, UST Class B Operator

eIl (Gl 07 Tank Age 0 EZ?: Irsisllizg Tank Material Not Listed Piping Material Not Listed Overfill Types
. e spngisaied ko T . w
Tank Status Other MLLD Test Date _Srg;\:%;ightness _(I;;Itae;s;rlgphic LI Piping Type Not Listed CP Met Types

Product Unknown PLLD Test Date $:2tkg3;?;ng S Esgllalg)étzi?ilgn Not Listed greitr’ggtri);sipe Not Listed Vapor Recovery No

Capacity 1000 ATG Test Date .II‘.g;et 'l;ia?tr;tness f::.lg %de?;%;i-ggk ggggcrl?oar:y FiE Not Listed Energy Act No
”””””””””””””” Overfill TestDate ~ATGType

Facility Summary in Rosebud County in the City of Forsyth

Location: PRINCE INC FORSYTH Facility Code: 27646
W Frontage Rd Last Inspected On: 10/12/2020
Forsyth, MT 59327 Rosebud System Facility 1D:44-06209 Operating Permit Renewal Date: 02/12/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Prince Inc 4063562137

Operator Contact: Charlee Prince;Shelley Thompson;Steve Pulver 4063462137

Owner/Operator: Prince Inc
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Charlee Prince, UST Class A Operator

Charlee Prince, UST Class B Global Operator

Shelley Thompson, UST Class A Operator

Shelley Thompson, UST Class B Operator
Steve Pulver, UST Class A Operator
Steve Pulver, UST Class B Operator

Tank Code 05 Tank Installed . Cathodically . : Fiberglass g )

Tank Age 24 Date 10/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm

n Piping Installed Tank Piping
Tag Number 4532 Spill Test Date Date S Double-Walled oSG None AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate 1A2/2020  LeakDetection Gaugng02  [Defection | .
. Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date 11/21/2011 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC

Tank Code 06 Tank Installed : Cathodically . . Fiberglass . .

Tank Age 24 Date 10/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 4533 Spill Test Date Piing, sz e n Double-Walled PlIDE None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S NN EarELURNNS 0 EEURNNNES 0 NN 000

Currently in Sump Tightness Catastrophic L.D . - ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 10/12/2020 Leak Detection Gauging 0.2 Detection Vapor Recovery No
- Line Tightness Secondary Tank Secondary Pipe

Capacity 5000 ATG Test Date Test Date 11/21/2011 Leak Detection Detection Energy Act No

Gilbarco-Veeder
Root/TLS-
350/Gilbarco EMC

Facility Summary in Rosebud County in the City of Forsyth

Overfill Test Date

Location: ROSEBUD COUNTY ROAD DEPT
2975 US Hwy 10
Forsyth, MT 59327 Rosebud

Facility Code: 27592
Last Inspected On: 11/18/2020

System Facility 1D:44-01288 Operating Permit Renewal Date: 01/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rosebud County Road Dept 4063462261
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Operator Contact: Dawne Buck;Pat Zent;Wayne Buck 4066983778
Owner/Operator: Rosebud County Road Dept
Dawne Buck, UST Class A Operator
Dawne Buck, UST Class B Operator
Pat Zent, UST Class A Operator
Pat Zent, UST Class B Operator
Wayne Buck, UST Class A Operator
Wayne Buck, UST Class B Operator
Tank Code | o5 ] Tank Installed 0 oor ek vare T N Fiberglass |~ .
Tank Age 31 Date 04/01/1991 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 1858 Spill Test Date Date Construction Double-Walled Construction None AST No
Currently in Sump Tightness Catastrophic L.D . Amf :
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
. . Continuous . .
. Tank/Piping CP Primary Tank - Primary Pipe
Product Gasoline PLLD Test Date Test Date 11/18/2020 Leak Detection |nter§t|t{al Detection Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
iy 6000 AT Test DRl Test Date Leak Detection Detection By e No
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOUEMC Basic
Tank Code 06 Tank Installed 5 fef : Fiberglass g
Tank Age 31 Date 04/01/1991 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank K Piping
Tag Number 1859 Spill Test Date Date Construction Double-Walled Construction None AST No
Currently in Sump Tightness Catastrophic L.D . _ .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
L . Continuous . ;
. Tank/Piping CP Primary Tank - Primary Pipe
Product Diesel PLLD Test Date Test Date 11/18/2020 Leak Detection Inter_stltl_al Detection Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
Cepaey 4000 AV TESE DENE Test Date Leak Detection Detection S o ect No
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYEMC Basic
Tank Code 07 Tank Installed . . . Fiberglass .
Tank Age 31 Date 04/01/1991 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1860 Spill Test Date Date ConeiEiem Double-Walled SonSTEiem None AST No
Currently in Sump Tightness Catastrophic L.D . Amf :
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types
L . Continuous - ;
Product Diesel PLLD Test Date VL= pllug) € 11/18/2020 Pl Tan.k Interstitial Prlmary e Vapor Recovery No
Test Date Leak Detection Monitoring Detection
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5 Line Tightness Secondary Tank Secondary Pipe
CEpeeiy 10000 AV ESE DR Test Date Leak Detection Detection

. Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/EMC Basic

Facility Summary in Rosebud County in the City of Forsyth

Location: ROSEBUD HEALTH CARE CENTER Facility Code: 27633
383 N 17th Ave Last Inspected On: 01/10/2022
Forsyth, MT 59327 Rosebud System Facility 1D:44-05262 Operating Permit Renewal Date: 04/20/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rosebud Health Care Center 4063562161

Operator Contact: Chad Potts;Michael Jerhoff;Tim Davis 4063475222;4063512274,4063519095

Owner/Operator: Rosebud Health Care Center

Chad Potts, UST Class A Operator

Clint Boyer, UST Class B Operator

Michael Jerhoff, UST Class A Operator
Michael Jerhoff, UST Class B Global Operator
Tim Davis, UST Class A Operator

Tim Davis, UST Class B Global Operator

Tank Code 02 Tank Installed . Cathodically . . .
Tank Age 31 Date 09/01/1991 Tank Material Protected Steel Piping Material Steel Overfill Types Flapper Valve
Tag Number 4343 Spill Test Date  01/10/2022  Fiping Installed el Double-Walled ~ HIPING None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, DEie N CCUS UG R e RN 0 ISR
Currently in Sump Tightness Catastrophic L.D . . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type U.S. Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Manual Interstitial 'Primary Pipe 3-Year Line
I plesel ] D | TestDaie CUI02022  LeakDetection  Monioring  Defection Tightness Test  VaPOrRecovery Mo
5 Line Tightness Secondary Tank Secondary Pipe
D | .. TestDale OUEIE022  LeakDetecion Detection .
Overfill Test Date 01/27/2022 ATG Type
Facility Summary in Rosebud County in the City of Forsyth
Location: TOWN PUMP INC FORSYTH Facility Code: 27672
974 Front St Last Inspected On: 11/28/2021
Forsyth, MT 59327 Rosebud System Facility 1D:44-09356 Operating Permit Renewal Date: 04/27/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Forsyth 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Forsyth 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
TenkCode 11 TankAge 0 | Tankinstalled 1051000, TankMaterial  FUC9%5S piping Material  Flexile Plastic  Overfll Types  Ball Float Valve
Tag Number 4736 Spill TestDate  06/28/2021  pibing nstalled 5511500 Lk ion Double-Walled — abind Double Walled  AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%‘;'tightness _CI_?)e/\‘t):ésggphic i Elaeac;rgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date 06/15/2022 iggtk g’ei‘?;ng ap Eég](aéitzi?izn at\%ir?tt;‘;l _ BgtTe 2{?(’) rl:’ipe ﬁ]t\‘/a(teirs)tt(i)cr?_/l ‘ Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation == == Reconciliaton =~~~
Capacity 12000 ATG TestDate  06/15/2022 #L’: E;';t”ess 12/03/2009 pece ’I‘Ddeat‘;{ggﬂk Icr:l(t):rtlsrtlllijl(e)lrs gg‘t’gcnﬂdoar:y s I?lct)enrtgt]lltjlg?s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring [ Monitoring [
Overfill Test Date  06/03/2021 ATG Type Gilbarco Veeder
LE S 12 Tank Age 20 fankinstalled - 5/21/002 Tank Material ~ FPe91asS | piping Material  Flexible Plastic  Overfill Types  Ball Float Valve
Tag Number 4737 Spill Test Date  06/28/2021 Ei;ié‘g Installed ;515007 E?)T‘S”ucﬂon Double-Walled Eg’;’;guction Double Walled  AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%‘;'tightness _CI_?)e/\‘t):ésggphic i Elaeac;rgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Gasoline PLLD Test Date 06/15/2022 iggtkg’;?;ng €p E;Z?(agétzac?ilgn ﬁ]t\?gr?tt(i:?r_?{l _ [P)gtne]gtri){) rl?ipe ﬁ]t\?grsltti)cél . Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation == ===%% ~  Reconcilaton
Capacity 5000 ATG TestDate  06/15/2022 #L’: E;';t”ess 12/03/2009 pece ’I‘Ddeat‘;{ggﬂk Icr:l(t):rtlsrtlllijl(e)lrs gg‘t’gcnﬂdoar:y s I?lct)enrtgt]lltjlg?s Energy Act No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring [ Monitoring [
Overfill Test Date  06/03/2021 ATG Type Cllbarco:veedler
LE S 14 Tank Age 20 fankinstalled - 5/21/002 Tank Material ~ HPe91asS | piping Material  Flexible Plastic  Overfill Types  Ball Float Valve
Tag Number 4738 Spill Test Date  11/17/2021 Ei;ié‘g Installed ;515607 E?)T‘S”ucﬂon Double-Walled Eg’;’;guction Double Walled  AST No
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%;'tightness $%eésg8phic 2 Eézc;rgzitz(l:‘tigre Piping Type Pressurized CP Met Types Non-corrodible
Product Diesel PLLD Test Date  06/15/2022 E‘gi‘g;f;”g €p E;!‘R(a&;‘z?i'gn ﬁ]t\?grsntfr?l Eggg{?{) Pipe ﬁ]t\?grsntfr?/l Vapor Recovery  No

Report Created: 11/1/2022
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" n Continuous : Continuous
Capacity 5000 ATG Test Date  06/15/2022 #'e"s": E‘gtgt”ess 12/03/2009 fg’;‘(’ ’I‘Ddei}(’:ggﬂk Interstitial gg‘t’gc”t‘ijoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date 06/03/2021 ATG Type ROOUTLS-350
Tank Code 13 Tank Installed . Fiberglass A ; : : q
Tank Age 20 Date 11/20/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4755 Spill Test Date 06/28/2021 Date 11/20/2002 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical 5 n Statistical
Product Diesel PLLD Test Date 06/15/2022 $22tkg’£éng €p E;gllagétzac?ilgn Inventory Eg{g?{% E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
" n Continuous : Continuous
Capacity 12000 ATG Test Date  06/15/2022 #'e"s": E‘gtgt”ess 12/03/2009 fg;‘(’ ’I‘Ddei}(’:ggﬂk Interstitial gg‘t’gc”t‘ijoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date  06/03/2021 ATG Type ROOU/TLS-350
Tank Code 15 Tank Installed . Fiberglass A ; : : q
Tank Age 20 Date 11/20/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4756 Spill Test Date 06/28/2021 Date 11/20/2002 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical 5 n Statistical
Product Diesel PLLD Test Date 06/15/2022 $22tkg’£éng €p E;gllagétzac?ilgn Inventory Eg{g?{% E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
" n Continuous : Continuous
Capacity 12000 ATG Test Date  06/15/2022 #'e"s": E‘gtgt”ess 12/03/2009 fg;‘(’ ’I‘Ddei}(’:ggﬂk Interstitial gg‘t’gc”t‘ijoar:y Pipe | ierstitial Energy Act No
Monitoring Monitoring
. Gilbarco-Veeder
Overfill Test Date  06/03/2021 ATG Type ROOUTLS-350
Tank Code 16 Tank Installed . Fiberglass - . . . .
Tank Age 20 Date 11/20/2002 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
n Piping Installed Tank Piping
Tag Number 4757 Spill Test Date 11/17/2021 Date 11/20/2002 Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
- " Statistical 5 n Statistical
Product Diesel PLLD Test Date 06/15/2022 $22tkg’£éng €p E;gllagétzac?ilgn Inventory Eg{g?{% E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 5000 ATG Test Date 06/15/2022 12/03/2009 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
Overfill Test Date  06/03/2021 ATG Type Gilbarco-Veeder

Root/TLS-350




